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GENERAL SHEET NOTES

1. SEE SPECIFICATION SECTION 01 00 00, GENERAL
REQUIREMENTS, FOR CONSTRUCTION PHASING
mmoc_mmzmza.

= 7777 ROLLUP _DOOR

T , 1. REMOVE EXISTNG COMBUSTION CONTROL PANEL. SEE
SHEET 14—-M210, "COMBUSTION CONTROL PANEL
AND GAUGE PANEL ELEVATIONS.”
2. REMOVE EXISTING GAUGE PANEL SEE SHEET
| | 14M—-210.
3. REMOVE EXISTING COPES—VULCAN FEED WATER
VALVE. TYPICAL OF FOUR.
..... ) ; g { 4. REMOVE EXISTING BLANCETT FEED WATER METER.
3 1 , : TYPICAL OF FOUR.

5. REMOVE EXISTING OPACITY METER. TYPICAL OF FOUR.
sulos @ CIOT W
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6. REMOVE EXISTING HERSEY FUEL OIL METER. TYPICAL
OF FOUR.

7. EXISTING BURNER MANAGEMENT SYSTEM (BMS) TO
REMAIN.

CONTROL PANEL{ 1)

L J

8. REMOVE EXISTING ROCKWELL GAS METER. TYPICAL
OF FOUR.

9. REMOVE EXISTING OXYGEN SENSOR. TYPICAL OF
FOUR.

& @ 10. REMOVE EXISTING ORIFICE PLATE STEAM METER,
] TYPICAL OF SEVEN.
mulo i !

o M-01 FOM—04
™ BOLER #1 &) 0\ BOILER #4 11. ABANDON EXISTING ORIFICE PLATE METER IN PLACE.

12. EXISTING CARBON MONOXIDE SENSOR/ALARM TO
REMAIN IN PLACE.

Of G, @ &

— . SM~01 SM=04 N
T-8 GM=01 (9 ou=o3 SM-08 =

O p=8 @ FWM-02(4) 9 i
& . FWM—03 G 14. DISCONNECT EXISTING BACK DRAFT DAMPER
Dp-7 ) | o 0P_02 0P-03 @ G2 ACTUATOR FROM JACKSHAFT. TYPICAL OF FOUR.

FW=02 8 [ - _ FWV—03
02502 2, ANKE), & N O e @W@ 2, 15. DISCONNECT EXISTING FORCED DRAFT FAN INLET
D p=6 DAMPER ACTUATOR FROM JACKSHAFT. TYPICAL OF

13. REMOVE EXISTING BLANCETT SOFT WATER MAKE~UP
METER. TYPICAL OF ONE.

16. REMOVE EXISTING FUEL OIL CONTROL VALVE. TYPICAL
OF FOUR.

17. REMOVE EXISTING GAS CONTROL VALVE. TYPICAL OF
FOUR.
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